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ADDENDUM NO. 1
November 1, 2017

Los Banos Fire Department Concrete and Fuel Tank Canopy Project

1. This Addendum forms a part of the Bidding Documents and will be incorporated
into the Contract Documents, as applicable. All other conditions of the Contract
Documents remain unchanged. The following changes, additions, or deletions as
set forth herein shall apply to the Contract Documents and shall be made a part
thereof and shall be subject to all the requirements thereof as through originally
shown and/or specified.

2. The Contract Documents are hereby modified to effect the following changes:

a) INSTRUCTION TO BIDDERS - ltem #2, Proposed timeline of events
associated with the awarding of Bid has the following changes:

1. Bid Opening — Bid Opening has been changed from November 6,
2017 at 2:00 p.m. to November 13, 2017 at 2:00 p.m.

b) GENERAL TERMS AND CONDITIONS - Section 3.0 SCHEDULE
1. Contractor shall perform and complete the work within one hundred
fifty (150) calendar days after the date in the notice to proceed. After
execution of this Contract, Contractor shall have sixty (60) calendar
days to develop and submit plans for City approval.

3. Bids shall be submitted in accordance with this Addendum. All Bidders MUST
acknowledge receipt of this Addendum by signing and returning this Addendum
with your bid.

City of Los Banos Firm Name:

/B{V. “Mason Héfle, Fire Chief
/ Date:

PUBLIC WORKS DEPARTMENT
411 Madison Avenue
Los Banos, California 93635
209-827-7056




THE CITY OF LOS BANOS
LOS BANOS FIRE DEPARTMENT
CONCRETE AND FUEL TANK CANOPY PROJECT

QUESTIONS AND ANSWERS
November 1, 2017
Questions Response
1. Is there a site plan or a pre-plan for Yes, see Attachment A hereto
this project?
2. What is currently built on the There is currently nothing built on this
property? property.

3. How much is the estimated value or $240,000.00
amount of this project?

4. |sthere an addendum issued? Yes, First Addendum dated November 1, 2017
5. Canlrequest a copy of the plan There is no current plan holders list.
holders list?
6. Do you have an engineer or design No, this is a requirement of the RFP.
team for this?
7. Do you require union for all of your No.
projects?
8. Are there any As Builts for this site? See Attachment B hereto.

Fire Station #1 Grading and Drainage

9. What is the Height requirement Minimum 14’ clearance height.
needed for the Canopy?

10. Insurance for this project is a 2/4 for No.
such a small project would you be fine
with a %4?

11. On the utilities plan there are 2 notes Note (2) is only an indication of Benchmark,
(2) and (11) do we need to do those? | where the elevations came from.

Note (11) should not affect this project
because there are no valves within this area.

12. Are there dimensions for the Canopy? | Approximately 30°X30’, as stated in the RFP

13. Is there a soils report? No soils report has been done.

14. Is the design to be submitted with Bid? | Design yes, Plans no.
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15.

When to start and completed?

As noted in Addendum, Contractor shall
perform and complete the work within one
hundred fifty (150) calendar days after permit
issuance the date in the notice to proceed.

16.

Is there a site for dumping the dirt and
grindings?

Los Banos Airport — 800 Airport Rd, Los Banos
CA 93635

17.

What is the distance to the dumping
site?

2.1 miles

18.

Is the Electrical part of the bid?

Yes, City has purchased all light standards,
lights, conduit, and concrete tubes.

19.

Can | get a digital copy of the ADA
requirements needed for each fire
station?

See Attachment C hereto.

20.

How many ADA spots are needed?

Fire Station #1 will require one (1) Van
Accessible and one (1) non Van Accessible
parking stalls.

Fire Station #2 requires one (1) Van Accessible
parking stall.

21.

Will an encroachment permit be
required for C Street?

No, encroachment permits will be covered in
contract documents.

22.

Are there plans or bridging documents
available for the project?

No, only Attachments provided

23.

Is there a topographic survey for all
work areas?

Concrete project, Yes See Attachment B
hereto.
ADA Projects, No.

24,

Is there a geotechnical report?

No

25.

Will any phasing of construction be
required in order to preserve fire
station access?

No, unless construction requires it. We will
accommodate as needed.

26.

What is the scope of work to be
provided by Donlee Pump?

Donlee Pump was the installer of the Fueling
Station in its current location. They are
familiar with the project and have the
resources available to move tank. Donlee
Pump also has a clear understanding of the
canopy and its requirements.
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27. Is the contractor required to prepare Yes
any electrical plans for the fuel facility
power, fuel facility communications,
and/or area lighting services?

28. Are fees for permits and licenses to be | All permit fees will be paid by City.
paid by the contractor? If so, is there
an estimated cost for these fees?

29. The bid form indicated to include Addendum #1 — Bid date will be extended one
"Subcontractor's Experience and (1) week. New Bid Opening date, November
Qualifications" form with our bid. It's 13,2017 @ 2:00 p.m.
hard to know which subcontractors we
will be using until the final minutes. So
it will be hard to get these forms to
our bid runner. Can this form be
turned in within 24 hours after the
bid?

30. We are to include the costs for the No reports will be required at bid
soils report; which can be done. The
only issue we have is that it won't be
done until prior to bid time, since
nobody will do one until a contract is
awarded. Can the soil reports that the
Fire Department will be providing be
used to base the soil requirements;
with the general contractors to include
actual costs for the new soils reports?
Any changes; if any; in the soil
requirements taken care of as a
change order after the new soils report
is complete by the awarded general
contractor.

31. Specifications indicates project Addendum #1 - Project duration of 150 days
duration to be 150 calendar days, with | after permit issuance. From the Award of Bid
design and permitting taking usually 2-
3 months alone does not leave much
for construction phase. The way we
have done design/build is that project
duration does not start until permit is
issued. Can the duration start after
permit has been issued?

there will be 60 days to Permit Issuance.

32. Can you please post the Job walk Sign | Yes, Attachment D hereto
in sheet?
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33.

Who is responsible for Survey?

Contractor

34.

Who is responsible for Testing?
(Compaction/Concrete Testing/Etc)

Should be within Bid Contract.

35.

Please confirm the City will be
responsible for all Fees, (or that the
contractor will be reimbursed for the
cost of any Fees)

Any required Building Department fees will be
paid by the City.

36.

Bid Schedule and Budget. The Two
ADA ramps are very open ended and
the most difficult to quantify without a
Design. Suggestion would be to make
Bid Items #1 / #2 / #3 the Base Bid
AND the Basis of Award, and then have
the ADA work for Bid Item #4 is an
Alternate.

Please provide a design for ADA ramps. City
has extended the Bid Opening date to
November 13, 2017 and a sixty (60) day design
period to the permit issuance.
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Finding #1

ATTACHMENT C

Evaluation Results

Fire Station #1 — 333 7™ st.

The location of the existing accessible parking stall is located in an area that is not
closest to the main/ office entrance of the station. CBC section 11B-208.3.1 requires
when public parking is made available, the accessible stall(s) shall be located on the
shortest available route to an entrance. There are currently three standard parking
stalls located on the north side of the property that is closest to the main entrance.

The existing parking lot on the south side of the property with the accessible stall also
requires an individual to travel on a non-compliant path of travel (POT) to the main
entrance. Below is a list of non-compliant issues:

a)

b)
c)
d)

e)

The existing accessible stall and signage (if used) must be redone to meet
the current code requirements for a van accessible stall and access aisle.
CBC 11B-502.

The distance is greater to the main entrance than the stalls on the north
side of the property.

The asphalt at the curb cut across the grass must be regarded and leveled
to be compliant.

The POT across the main driveway has a cross slope greater than 2%.

CBC 11B-403.3.

The ramp from the driveway to the front entrance door has a slope of
6.3%; ramp slopes greater than 5% require handrails on each side of the
ramp.

If the existing accessible parking lot is desired, signs must be posted at the three north
stalls indicating “Reserved or Employee Parking Only”.
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Fire Station #1 — 333 7 St. (cont)

Existing non-compliant stall
location on south side of Station
#1.

Non-compliant POT from stall
to main entrance

Location of asphalt re-leveling

Non-compliant cross
slope at driveway
POT
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Fire Station #1 — 333 7"" St. (cont)

Ramp from

driveway to main
entrance over 5%
requiring handrails. -

Area of northern parking stalls
which are closer to the front
main entrance.

It should be noted that the north parking area (if used for accessible stall) would
need to be re-leveled to 2% in all directions and a 48” accessible route from the stall
to the front door would need to be installed. Please note that side opening between

building and front support is under the minimum width of 36”.
- =2l g

- Opcning is less than 34
necar the main entrance.

Please see end of the report for parking stall requirements and accessible route/
POT references.
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Fire Station #2 — 1150 W | St.

Finding #2

The existing accessible parking stall must be re-striped for a van accessible stall with the
access aisle on the passenger side of the stall. Also complete parking signage and “Tow
Away” sign must be provided.

Finding #3
The landing at the front entrance is not level to at least 5’ from the door. To be

considered a level landing, the slope in all directions must be less than 2%.
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Attachment D

LOS BANOS FIRE DEPARTMENT CONCRETE AND FUEL CANOPY PROJECT

MANDATORY SITE VISIT

October 23, 2017
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